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R.A. DUCT FULL SIZE 1@
OF R.A. MIXING BOX INLET. /24/24 RA. DUCT 1. 45' 0 OA
16/14 R.A. DUCT - :
O.A. LOUVERS
N, i \
oA PLENM, . - v
18" DEEP n L HE ST T—-30/20 S.A., 30/20 R.A. AND
MOTORIZED DAMPER—— " LMd i L 10/20 EXHAUST DUCT RISERS IN CHASE.
R.A. DUCT ACCESS DOOR*" | . S A RA AND EXHAUST
16/16 O.A. INTAKE DUCT— & S | AfM—11.S  DUCT ACCESS DOORS :
O
FLEXIBLE CONNECTION, TYP. | 11— AHU1 e - :
{AROR, PROOF, LGHT EICTURE. (1YP.)

MANUAL VOLUME DAMPER, TYP: R AL FIXTURE WiTH . TN ;
0.A. PLENUM FULL SIZE i 2% /
OF 0.A. MIXING BOX INLET. = T

i d N\ / -
e AEHWAN .
IR VAN

. o *
M ..

TYPICAL ACCESS. DOOR |

BASEMENT FLOOR SLAB

KNS B SR A AT
4" HOUSEKEEPING PA
L-
MIXING /FILTER SECTION/ LP
PREHEAT COIL SECTION
STEAM TRAP AT LPR

CONNECTION, REFER TO
DETAIL 8/M502

SECTION AT 11-AHU-1

R\\

WITH VIEW WINDOW
FAN SECTION

COOLING COIL SECTION

A

SCALE: 1/2" = 1’=0"
SCALE: 1/2" = 1’=Q"
KEYED PLAN NOTES:
® 30" x 20" INSULATED SUPPLY AIR DUCT RISER.
(@ 30" X 20" RETURN AIR DUCT RISER.
& 10" X 20" GENERAL EXHAUST DUCT RISER.
® OUTSIDE AIR INTAKE LOUVRES WITH 2 SQ. FT. FREE AREA;
PROVIDE INSULATED PLENUM FULL SIZE OF LOUVER & 18" DEEP.
& PROVIDE VERTICAL R.A. DUCT FULL SIZE OF MIXING BOX INLET
CONNECTION & OF A HEIGHT TO ENGAGE THE OVERHEAD R.A. DUCTS.
PROVIDE FLEXIBLE CONNECTION AT R.A. MIXING BOX INLET.
® PROVIDE HORIZONTAL O.A. PLENUM FULL SIZE OF MIXING BOX INLET
CONNECTION; TAPER PLENUM BACK TO THE VERTICAL 16/16 O.A. DUCT
& TAP TOP OF PLENUM WITH O.A. DUCT; PROVIDE MANUAL DAMPER
IN THE VERTICAL 16/16 O.A. DUCT ABOVE THE PLENUM TAP; CONNECT
VERTICAL DUCT TO THE PLENUM WITH FLEX CONNECTOR.
@ 2%" CHWS AND CHWR DROP TO COOLING COIL ON 11—AHU-1.
REFER TO DETAIL 9/DWG. MH502 FOR MORE INFORMATION.
2" MPS DROP TO PREHEAT COIL ON 11—AHU—1. 1” LPR DOWN THROUGH FLOOR
TO PIPE BASEMENT BELOW. CONNECT TO EXISTING LPR LINE IN PIPE BASEMENT.
REFER TO DETAIL 7/DWG. MH502 FOR MORE INFORMATION.
® UNIT DRAIN TO FLOOR SINK. COORDINATE WITH PLUMBING. SECURE PIPING TO
FLOOR WITH UNISTRUT AND PIPE CLAMPS. ROUTE ADJACENT TO HOUSEKEEPING
PAD.
n "
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